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Q&A #1 

Date:  January 21, 2015 

Project: Request for Standing Offer, Refrigeration Work Services, Nappan, NS 

 

 

Bidders must make sure that their bids are based on the latest version of the tender documents published and 

take into consideration the following amendments and information, including any information provided on 

amendments or Q&As previously published for this project. 

 

Bidders that do not comply with this requirement will be discarded. 

 

 

Question 1:  For the centre's facilities and scope of work, would it be possible to get an equipment 

list including make, model and serial number? 

Answer 1: Attached is a list of our refrigeration inventory. 

 

 

 

Question 2:  In the terms and conditions of work, section 7, currently the document reads a 1 hour 

response time, is AAFC firm on that?  Normal industry standards, depending on the 

nature of the emergency is a response time of 4 hours or more. 

 

 

Answer 1: 1 hour response is mandatory. 
 

 

 

 

ALL OTHER TERMS AND CONDITIONS REMAIN UNCHANGED 



DFRP 

number
Facility Name Facility Address City Prov. Building

Equipment Location 

(/Equipment ID)
System Type

System 

Description
Manufacturer Model # Serial Number

Install. 

Year

Ref. Type 

1

Ref. Type 1 

Charge (kg)

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building #10 Lunchroom Fridge Refrigeration Food Refrigerator Igloo FR946 41021648 2005 R-134a 0,055

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 10 Basement Refrigeration Fridge General Electric L15JMGRT-7 FD188947 2005 R-12 0,121

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 10 Lunchroom

Air 

Conditioning
A/C Fedders A7410F2A-A BR160479 0394 2006 R-22 0,42

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 10 Room # 3

Air 

Conditioning
A/C Sony P0811 261940079 2007 R-22 0,5

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 10 Library

Air 

Conditioning
A/C Fedders A7410F2A-A DR100054 1194 2006 R-22 0,42

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 10 Room # 5

Air 

Conditioning
A/C Fedders SFPEB08F2B CR0013120873 2006 R-22 0,42

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 10 Mail room

Air 

Conditioning
A/C Fedders A7410F2A-A BR160490 039Y 2006 R-22 0,42

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 10 Room # 6

Air 

Conditioning
A/C Fedders A7410F2A-A CR162701 0834 2006 R-22 0,42

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 10 Basement

Air 

Conditioning
A/C Delonghi pac 210u nr90206s01p002875 2007 R-22 0,5

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 15 Room # 1

Air 

Conditioning
A/C Fedders A7410F2A-A DR100272 1194 2006 R-22 0,42

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 15 Room # 1 Refrigeration Food Refrigerator

White 

Westinehouse
r1045rw-1 na22800370 2003 R-12 0,142

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 15 Room # 1 Refrigeration Food Refrigerator

White 

Westinehouse
s112lkaa srh3330553 2003 R-12 0,142

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 17 Main Lab Refrigeration Mini-fridge Woods wr05-wa 60311042 2003 R-12 0,04

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 17 Main Lab Refrigeration Fridge General Electric l16jyvrw-1 25339176v 2003 R-134a 0,099

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 17 Main Lab Refrigeration Fridge General Electric l16jyvrw-1 sr364531v 2003 R-134a 0,099

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 17 Main Lab Refrigeration Ice Maker Scotsman af300a-1a 630375-11l 2007 R-22 0,48

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 17 Main Lab Refrigeration Cooler Copeland rs64c23-cav-1 08e42326b 2009 404a 1,81

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 17 Main Lab Refrigeration Freezer Woods wc 76-26 1677070 2003 R-12 0,388

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 29 Main Floor Refrigeration Cooler Copeland A075IAV001 B02008 2009 404a 1,36

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 38 Main Floor Refrigeration Mini-fridge Daewoo fr-143rv 3a02401259 2003 R-134a 0,000105

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 38 Main Floor Refrigeration Freezer Woods c15wca 05602177ld 2003 R-134a 0,136

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 32 Kitchen Refrigeration Fridge General Fridge TS284 890618827 2003 R-22 0,145

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 54 Lab Refrigeration Vacuum Freezer Edwards d10-f101-c1-880 5687 2003 R-502

3185
Nappan Research 

Centre

4 Miles South of 

Amherst
Nappan NS Building # 54 Lab Refrigeration Fridge Daewoo fr-143rv 3a017001218 2007 R-134a 0,000105


