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1. MECHANICAL DRAWINGS AND SPECIFICATIONS 

 

ITEM 1.1 

Reference Specification: Section 23 09 33 – Electric and Electronic Control System for HVAC 

 

Delete Subsection 2.13 – Space Mounted CO2 Sensors. 

 

ITEM 1.2 

Reference Specification: Section 23 09 33 – Electric and Electronic Control System for HVAC 

 

Delete Subsection 3.18 – Predictive Maintenance & Automated Energy Optimization. 

 

ITEM 1.3 

Reference Specification: Section 23 52 00 – Heating Boilers 

 

Add the following to a new Subsection 2.1.14.5.3: “Boilers shall come with optional BACnet interface to 

connect and communicate with BAS.” 

 

 

 

Specification Changes 20201030


