
21C82-21-3737990 
Mechanical 
Table A from Q&A #8 

Dental equipment COMP Air compressor (existing, relocated to new Bldg) Mechanical Room 117 
8 FLA 

20 MOCP 
115 V 1 E E Switch E N 

Confirmed by medical equipment consultant as AirStar  
AS10 

Dental equipment VAC Vacuum pump (existing, relocated to new Bldg) Mechanical Room 117 
8 FLA 

20 MOCP 
115 V 1 E E Switch E N 

Confirmed by medical equipment consultant as an older 
version of VacStar VS20. Unit could be 16 FLA @115 V w/30 

MOCP. Contractor to confirm voltage 

 

Équipement dentaire COMP 
Compresseur à air (existant, à être relocalisé dans 
le nouveau bat.) 

Chambre mcanique  117 
8 APC 

20 PMCS 
115 V 1 E E Interrupteur E N 

Confirmé par le consultant en équipement médical comme 
étant  AirStar AS10 

Équipement dentaire VAC 
Pompe à vide (existante, à être relocalisé dans le 
nouveau bat.) 

Chambre mcanique  117 
8 APC 

20 PMCS 
115 V 1 E E Interrupteur E N 

Confirmé par le consultant en équipement médical comme 
étant une ancienne version de VacStar VS20. L’unité peut 

être à 16 Ampères à pleine capacité (APC)@115 V avec 30 de 
protection maximale contre les surintensités (PMCS). Le 

contracteur devra confirmer le voltage 

 

 

 


