R.100644.001 Joyceville Institution Dairy Facility and Livestock Barn Project

Subject: Electrical service question
Ref: Issued for Tender Drawing Set 01, Sheet E-1.1.

Screen capture from Joyceville Institution Site Services Master Plan dated 2016-12-30
Please see also .pdf files for building floor plan and Site Services Master Plan

Electrical feed West side of building, Room 105 north wall for the 600 volt panel which has a spare 600 volt, 600 amp
breaker.

NTS. All dimensions and services to be confirmed by Contractor on site.
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